
12
' M

O
U

N
TI

N
G

 H
EI

G
H

T
PHILIPS HADCO WESTBROOK

CXF14 LED PENDANT. SEE
RD-1345 FOR MORE DETAILS.

2' TO 4'
SEE NOTE 2

GENERAL NOTES:

1. INSTALL FACE OF POLE AT A MINIMUM OF 2 FEET
FROM EDGE OF SHARED-USE PATH.

2. MAST ARM LENGTH DETERMINED BY DESIGNER, NO
LONGER THAN 4', NO SHORTER THAN 2'.

NOVA HENDERSON BASE (TYPE 8)
PART # 101-04-4HENB2-F3

OR EQUIVALENT
WITH 8-5/8" to 5" TRANSITION ADAPTER

2' MIN.

SHARED-USE PATH SURFACE

NATIVE EARTH

TYPE JB2 JUNCTION BOX
WITH LOCKING LID.

SEE DETAIL RD-1325

5/8" DIA., 8' LONG
GROUND ROD. SEE
DETAIL RD-1335

INSTALL PRECAST CONCRETE
FOOTING PER DETAIL RD-1340

36" 36"

HADCO ARM BRACKET
POWDER-COAT BLACK

PART # HFP710 P5A

NOVA 5" STRAIGHT ROUND ALUMINUM POLE
POWDER-COATED BLACK

PART # NSRA514MD
OR EQUIVALENT

ELECTRICAL CONDUIT.
SEE DETAIL RD-1330
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