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 Beehive Overflow Inlet

DRAWN BY:  SR

CITY OF
WILSONVILLE

PUBLIC WORKS STANDARDS

22" DIA BEEHIVE GRATE NEENAH

MODEL 2560 SERIES OR

APPROVED EQUAL, BOLT IN PLACE

USING VANDAL PROOF S.S.BOLTS

RIM ELEV SHALL BE SET 0.25

FEET BELOW GUTTER ELEV.
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END VIEW)

22" ROUND

NOTE 1

COMPACTED SUBGRADE

NOTE 2

BEDDING

NOTES:
1. CONTRACTOR TO WIDEN EXCAVATION AS REQUIRED TO OBTAIN COMPACTION WITH CONTRACTORS

COMPACTION EQUIPMENT.
2. 10 GA. STEEL PLATE, BITUMINOUS COATED BASIN AS MANUFACTURED BY GIBSON STEEL, GRATEMASTER OR AS

APPROVED BY CITY REPRESENTATIVE.
3. BEDDING SHALL BE 6" OF COMPACTED 3/4"-0 CRUSHED ROCK BASE MATERIAL.

SECTION

END VIEW
(PVC GATE VALVE)

DRILLED ORIFICE IN GATE

ORIFICE SIZE SHALL BE AS

DETERMINED USING THE BMP
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AutoCAD SHX Text
This Detail Drawing may not be altered or changed in any manner except by the City Engineer. It is the responsibility of the user to acquire the most current version.
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